
Buildings Energy Data Book:  7.6 Efficiency Standards for Lighting March 2012

7.6.3 Efficiency Standards for Medium Base Compact Fluorescent Lamps (1)

Factor Requirements

Lamp Power (W) & Configuration Minimum Efficacy: lumens/watt (based upon initial lumen data)

Bare Lamp:

Lamp Power < 15 45.0

Lamp Power ≥ 15 60.0

Covered Lamp (no reflector):

Lamp Power < 15 40.0

15 ≤ Lamp Power < 19 48.0

19 ≤ Lamp Power < 25 50.0

25 ≤ Lamp Power 55.0

Note(s):

Source(s):

1) Effective for products manufactured on or after January 1, 2006.

Title 10, Code of Federal Regulations, Part 430 - Energy Conservation Program for Consumer Products, Subpart C - Energy and Water Conservation 

Standards and Their Effective Dates. January 1, 2010.


